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Executive Summary

This study was performed in a contemporary house in Winters, California, located approximately
30 miles west of Sacramento.  The house had a unique hydronic heating and cooling system
which employed a radiant floor slab, a hydronic fan coil unit with a variable speed fan and an
outside air economizer, a small chiller, and a condensing gas water heater.  The flexible design
of the heating/cooling system allowed the house to be operated in different modes, including
radiant heating and conventional forced air heating and cooling.  The system allowed the floor
slab to be cooled by pumping chilled water through the embedded tubing, and also by the use of
nighttime ventilation.  Because the system was hydronic and was equipped with flow,
temperature, and electrical power meters at significant points, it allowed the accurate comparison
of energy use when operated in the different modes.    Comfort was also measured according to
standard techniques developed by the American Society for Heating Refrigeration and Air-
conditioning Engineering (ASHRAE). The specific objectives of the project were to compare the
electrical demand and energy usage as well as comfort levels in the house when operated in
different modes.  Three cooling and two heating modes were implemented.  They are as follows.

Cooling Modes

1) Mode1:  Conventional forced-air to meet cooling loads in response to a thermostat setting
2) Mode 2:  Conventional forced-air combined with hydronic slab precooling,
3) Mode 3: Conventional forced-air combined with night ventilation precooling

supplemented as needed with hydronic slab precooling.

Heating Modes

1) Mode H1:  Hydronic radiant slab heating
2) Mode H2:  Hydronic and forced-air heating

The conclusions of the study are as follows.

·  Cooling performance results reveal that slab pre-cooling (mode 2) caused some of the
energy demand to shift from the on-peak to off-peak hours. This mode also showed the
overall lowest energy usage by far, using less than half the energy of modes 1 or 3.

·  Slab-cooling with nighttime ventilation (mode 3) shifts the energy demand profile from
afternoon to nighttime even more significantly than for mode 2 alone, in part because of
the additional building mass which was cooled by nighttime air.

·  During heating season, the energy consumption with hydronic forced-air heating (mode
H1) was similar compared against hydronic radiant slab (mode H2) heating, with neither
mode exerting an advantage over the other.
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Abstract

The purpose of this study is to compare the energy consumption and electrical power demand
characteristics of a house during the heating and cooling seasons under a variety of heating and
cooling modes to determine which mode might yield the best energy alternative under
established comfort standards.  The study was performed in a contemporary house in California
that has unique Heating Ventilating and Air-conditioning (HVAC) features which includes
radiant floor heating and cooling, forced-air hydronic heating and cooling, and ventilation at
night to reduce air conditioning load by pre-cooling building mass.

Three discrete modes of cooling the home were tested during the cooling modes under similar
weather conditions.  Comfort levels were measured and determined by percent mean vote (PMV)
and predicted percent dissatisfied (PPD) values as per ASHRAE standards.  Each cooling mode
was tested for approximately one month.  The three cooling modes compared against each other
are as follows.

4) Mode 1: Conventional forced-air to meet cooling loads in response to a thermostat setting
5) Mode 2: Conventional forced-air combined with hydronic slab precooling,
6) Mode 3: Conventional forced-air combined with night ventilation precooling

supplemented as needed with hydronic slab precooling.
Two discrete heating modes were used to compare heating energy consumption during the winter
months with each mode tested for approximately one month under similar weather conditions.
The two heating modes compared against each other are as follows.

3) Mode H1:  Hydronic radiant slab heating
4) Mode H2:  Hydronic and forced-air heating

The study shows shifts in energy demand from afternoon to late night, due to slab pre-cooling
and slab pre-cooling with night time ventilation, respectively.  Fan power accounted for most of
the power used in the latter case.  During heating under reasonably similar temperature and
weather conditions, the energy consumption with hydronic forced-air heating was similar
compared against hydronic radiant slab (first floor only) heating, with neither mode exerting an
advantage over the other.

Introduction

This study involves a comparison of the energy consumption and electrical power demand
characteristics of a house during the heating and cooling seasons.  The study is a brief
assessment, undertaken in the city of Winters, California during summer of 2002 and the winter
months of November through December of 2002 and January through February of 2003.  The
home is a custom 2484 ft2 house completed in 2000 located in Winters, approximately 30 miles
west of Sacramento, California.  The home is shown in Figure 1.
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Figure 1 Test home front and back views

HVAC System Descr iption

A schematic of the HVAC system is shown in Figure 2 and includes the following:
·  Forced air  heating distribution to all major  rooms on the first floor and all rooms on the

second floor , (shown in Figure 3a).
·  Radiant heat distribution to all first floor  rooms--the main living area (great room, dining

room, kitchen, entry, laundry, and baths) as shown in Figure 3b.  The floor is a 3½-in
concrete slab poured over ~3-in of rock and 3-in of sand.  There is a vapor barrier under the
slab and the perimeter is insulated with 2-in of extruded polystyrene to a depth of 16-in
below the top of the slab.  The radiant tubing is tied to welded wire mesh reinforcement and
is from 1 to 2 inches below the surface of the slab.

·  Condensing water heater for heating water for domestic and space (radiant and forced-air)
heating.

·  A split-system HVAC system
o Condensing unit consists of a refrigerant-to-water heat exchanger capable of

delivering chilled water to radiant floor tubing or the hydronic fan coil.
o Hot/chilled water airhandler equipped with a hydronic coil and variable speed fan.
o Control system and damper that provides ventilation air using the airhandler fan.

Controls allow the occupants to set desired ventilation cooling comfort range.
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Figure 2 Airhandler , Gas water  heater , and Controls

The Great Room, which is a two-story space with a cathedral style ceiling, connects the first and
second floors.  This results in a thermal connection between the two floors driven by air
buoyancy effects.  Although the HVAC system has multiple distribution systems, the entire
house is controlled as single zone by a thermostat (set to 80°F for cooling mode) located in a
second floor bedroom.  The owner chose this location because the second floor is not usually
occupied during the day.  The 80°F for cooling mode setting was selected because it maintains
the first floor average temperature of 75°F during the cooling season.

Testing Modes and Methods

Cooling
The system was operated in three modes during the cooling season test period (June-October,
2002).  In addition to mechanical cooling, natural ventilation (open windows) was used
occasionally.  Each operational mode lasted approximately one month, and the cooling modes
are defined as:
1. Mode 1, hydronic forced-air (6/21 –7/20):  The condensing unit, air handler, and forced-air

distribution system were used to meet cooling loads in response to an 80oF thermostat
setting.

2. Mode 2, slab pre-cooling and forced-air (7/21-8/20):  Conventional cooling and chilled water
cooling of the living area concrete floor (first floor) was used to meet cooling load.



7

Slab cooling was controlled to only occur when indoor temperature failed to drop below 70oF
by 4 a.m.  Hydronic forced-air cooling operated at all times to maintain the 80oF thermostat
setting.

3. Mode 3, slab pre-cooling, forced-air, and night ventilation (8/31-10/7):  The controls
operated the air handler fan and outside air damper to ventilate the house with outside air
when the outside air drops 3oF below the inside air temperature.  If the ventilation system
failed to lower the indoor air temperature to 70oF by 4 a.m., slab cooling was initiated.

Figur e 3a H ouse f loor  plan and for ced-air  dist r ibut ion system  
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  Figure 3b Home radiant tubing
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Heating
The system was operated in two modes during the heating season test period (November 2002-
February 2003).  Each operational mode lasted approximately two months as described below.
1. Mode H1, hydronic floor heating (11/2002 – 12/2002):  Water heated with gas is used to

condition the living area concrete floor (first floor) to meet the heating load in response to the
thermostat settings shown in Table 1.

2. Mode H2, hydronic forced-air heating (1/2003-2/2003):  Water heated with gas is delivered
to the hydronic fan coil distributing heat via the duct system.  Thermostat settings are shown
in Table 1.

Table 1  Thermostat Settings

Schedule Mode H1 (11/2002 - 12/2002)
Thermostat Settings (oF)

Mode H2 (1/2003 – 2/2003)
Thermostat Settings (oF)

Weekday 6:45 AM 65 7:00 AM 68

8:00 AM 62 8:00 AM 62

2:00 PM 68 3:00 PM 73

 

 

 9:00 PM 60 10:00 PM 60

Weekend 9:00 AM 65 9:00 AM 69

10:00 AM 68 11:00 AM 72 

 10:00 PM 60 11:00 PM 63

Used woodstove, mostly on Friday &
Saturday nights. Disabled outside air
ventilation.

Downstairs thermostats maintained by
radiant heating.

Monitored Parameters
Parameters monitored to assess the energy performance and verify operational performance are:

·  House space conditioning load (heating and cooling) and system status
·  Ventilation system cooling output and delivered air conditioning system cooling
·  Air conditioning system cooling delivered
·  Auxiliary (Fan and pump) electrical energy usage and condensing unit energy use
·  Outdoor and indoor conditions (temperatures and relative humidity)

Energy Per formance Results (Cooling Season)

Indoor and outdoor environmental conditions during the cooling test period (all three modes) are
listed in Table 2. The maximum outdoor temperature was the highest during mode 1 but only by
a 0.5oF than that of mode-2 and 3.4oF than that of mode-3.  There were significantly more hours
when the measured hourly-averaged outside temperature was greater than 100oF during mode 1
than the other modes, but the number of hours that the hourly-averaged temperature ranged
between 90 - 100oF were identical for modes 1 and 2 and slightly higher for mode-3.  The
averaged outdoor relative humidity was virtually equivalent during mode-1 and mode-2, but
mode-3 averaged outdoor relative humidity was roughly 9% less than that in the other modes.
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Modes 1 and 2 inside average temperatures and relative humidities are similar; contrasting with
mode-3 where indoor temperatures are on average 1.4ºF cooler (night ventilation cooling) and
the relative humidity is approximately 9% less than in the other modes.  The first floor surface
temperature averaged ~72oF for all testing modes, although the sensor may have been located too
close to an exterior wall to accurately represent the average floor surface temperature.  Figure 4
shows the averaged daily temperature profiles for each test mode.  On average, the outside air
temperature was highest during mode 1 and lowest during mode 3 test period.

Table 2  Indoor  and Outdoor  Environment Conditions

Statistic Mode-1 Mode-2 Mode-3
Maximum 106.0 105.5 102.6

Average 77.6 75.4 73.3

Hours:   80 -  90 F 190 164 163

Hours:  90 - 100 F 93 93 108

Toutside (
oF)

Hours:   >= 100 F 24 8 3

Maximum 92.2 90.3 89.5RHoutside (%)
Average 48.6 49.9 40.3

Maximum 83.2 83.3 84.1

Average 77.4 77.4 76.0
T inside (

oF)

Minimum 67.6 68.4 66.4

Maximum 62.5 60.7 57.0

Average 51.0 48.8 41.8
RH inside (%)

Minimum 22.4 23.2 17.4

Maximum 76.2 76.0 74.4

Average 72.7 72.3 71.1
T floor (

oF)

Minimum 61.3 66.0 65.0

Figures 5 through 7 illustrate the average demand profile during each mode of operation. The
highest hourly-averaged condenser energy use occurred between approximately 2:00 - 8:00 p.m.
during mode-1 and mode-2, but practically no fan energy use took place between midnight and
2:00 p.m. during mode-2.  The fan and condenser operated throughout the day during mode-1.
During mode-3, 15-minute-averaged fan energy usage was the highest between midnight and
noon, which nearly balance condenser energy use between 4:00 and 8:00 a.m. and between 2:00
and 8:00 p.m.  The condenser energy use between midnight and noon during mode-2 and mode-3
was used to pre-cool the floor slab on the hottest nights when indoor temperatures did not fall
below 70ºF by 4 a.m.  Figure 8 plots the average demand profile for all three modes.  It is clear
that average mode-1temporal (8:00 a.m. – midnight) demand is higher than for the other modes.
Mode-3 reveals lower on-peak demand and a greater fraction of energy use between midnight
and 10:00 a.m.  This energy use is primarily from the fan operating to provide ventilation air.
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Figure 4 Hour ly averaged temperature profiles dur ing all test per iods for  inside and
outside air  and floor  slab.
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Figure 6 15-min average energy use dur ing test per iod for  condenser  and fan (mode-2)

Figure 5 15-min average energy use dur ing test per iod for  condenser  and fan (mode –1)
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Figure 7 15-min average energy use dur ing test per iod for  condenser  and fan (mode-3)

Figure 8 15-min average energy use dur ing all cooling test per iods (modes 1, 2, and 3)
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The 12 SEER condensing unit has a manufacturer’s rated capacity of approximately 24,000
Btu/h and EER of 11, but the capacity rating does not include the condenser unit coupled with
the refrigerant-to-water flat-plate heat exchanger.  The measured circulating pump wattage was
83 Watts and energy usage is included in the condenser unit energy usage.  Table 3 lists the
energy performance results achieved during testing for each mode.  Mode-1 (hydronic forced-air
operation) recorded the highest condenser energy use (mode-3 the lowest), and the highest fan
energy use was recorded during mode-3.  Overall night ventilation operating “EER” (Btu/Watt-
hour) was nearly three times as high as the Mode 1 EER.

Table 3  Cooling Energy Per formance Results
Test Energy kWh EER (%Difference vs Mode 1)

Operation Date Condenser Fan Total System Vent Vent + System
Mode 1 June 21 – July 20 273 83 356 8.7
Mode 2 July 21 – Aug 20 112 29 141 9.1 (4.5%)
Mode 3 Aug 31 – Oct 7 80 207 287 9.5 (9.6%) 23.5 19.5 (125.4%)

Energy Per formance Results (Heating Season)

Indoor and outdoor environmental conditions during the heating test period are listed in Table 4.
The maximum outdoor temperatures were similar for December 2002 through February 2003,
but the duration of the higher outdoor temperature was dissimilar for each month.  The maximum
averaged outside temperature was the highest during November 2002 by approximately 8oF than
the other months.  The minimum outside air temperatures are very similar throughout the test
modes with the lowest air temperature taking place in February.  There were significantly more
hours in the measured hourly-averaged outside temperature bin of 30 – 40oF during December
and February.  The numbers of hours in the hourly-averaged temperature bin 40 - 50oF were
comparable for months of November and February.  All months in the test periods had nearly
analogous hours in the temperature range, 50 - 60oF.  The horizontal solar gain was virtually
non-existent for November, as well as for December and January, but very high for February,
implying that the heating load should be lower for February.  The first-floor maximum and
averaged surface temperature were slightly higher during radiant slab testing mode (mode-H2)
but the inside air temperatures were similar throughout the test period.  Figure 9 shows the
averaged daily temperature profiles for each test month.  On average, the outside air temperature
profile curves were highest during November and comparable during December and January.
December and January were generally overcast due either to frequent storms or extended foggy
weather.  February was generally clear with warmer days and colder nights.
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Table 4   Indoor  and Outdoor  Environment Conditions
Mode H1 Mode H2

Temperature/Solar Gain Statistic
Nov-02 Dec-02 Jan-03 Feb-03

Outside (oF)
Maximum 77.9 68.0 69.8 70.1
Average 54.1 48.4 49.6 50.8
Minimum 34.5 33.8 35.7 28.5

Hours: 30 - 40 F 30 48 26 60
Hours: 40 - 50 F 222 391 390 246
Hours: 50 - 60 F 275 233 262 276

Hours: > 60 F 192 25 66 88
Horizontal Solar (Btu/hr-ft2)

Maximum 3.0 577.0 590.0 783.0
Average 0 60.7 64.6 139.2
Minimum 0 0 0 0

Inside
Maximum 79.0 78.6 78.7 80.4
Average 72.1 70.8 71.3 72.3
Minimum 65.7 65.4 65.1 66.0

Floor
Maximum 69.4 69.2 67.7 67.8
Average 67.5 66.2 64.7 65.1
Minimum 64.0 63.5 62.7 62.6

Figure 9 15-min averaged temperature profiles dur ing 24–hours for  outside air  and floor  slab
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Figure 10 illustrates the energy usage profiles during each month of operation.  Both months of
mode-H1 testing revealed similar average energy profiles but December had significantly higher
demand (averaged) due to colder outdoor temperatures.  The profiles for mode-H2 are noticeably
different from those of mode-H1.   Mode-H2 test period shows two discretely high energy peaks
(wakeup and home arrival/dinner); whereas, during mode-H1 test period more sustained
increased energy levels occurred around the same time of mode-H2 peaking times.  The peaks
occurred between approximately 7:00 - 9:00 AM and 3:00 – 6:00 PM during mode-H2.  During
mode-H1, the major energy use occurs between 7:00 AM and 10 PM without any significant
peaks, but during the December, the energy consumption is much higher between 2:30 p.m. –
10:00 p.m. due to the colder outside air temperatures.

Total (15-Min Avg) Energy Use During Heating
(11-2002 & 12-2002--Radiant;  01-2003 & 02-2003--Hydronic Forced-Air)
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Figure 10 15-min average total energy use for  all heating operation modes

Table 5 lists the energy performance results achieved during each testing mode.  The gas
consumption includes domestic hot water usage, which was assumed to be uniform through
modes H1 and H2.  During mode-H1 (December) the highest gas and electric energy
consumption was recorded in December while the lowest was recorded in November, due to the
milder outside air temperatures.  During similar outside air temperatures, mode-H1 (December)
and mode-H2 (January) total energy consumption are comparable. It should be noted that the
measured duct leakage (using the Delta-Q method) was found to be 8.1% of the total air airflow.
This is considerably lower than the 25-30% leakage common to new construction.  If the Table 5
total energy usage for January were increased by approximately 15-20%, mode-H1 relative
performance would be clearly superior.
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Table 5   Energy Per formance Results

Test Energy (Btu) Energy Use (kWh)
Mode H1 (Radiant) Gas Cond + Gas Fan Total

Nov-02 2517600 188.4 2.6 191.0
Dec-02 5300950 393.3 5.0 398.3

Mode H2 (Hydronic)
Jan-03 4314200 351.5 40.1 391.6
Feb-03 4002550 329.4 40.0 369.4

Comfor t Evaluation Results

The portable measurement system incorporates thermal comfort standards (ASHRAE 55-1981,
ISO 7730 and 7726) in its design. The system is patterned after one developed by Benton et al.
(1990) under ASHRAE RP-462, A Field Measurement System for the Study of Thermal Comfort.
Table 6 presents the test specifications. Thermal comfort measurements were performed for the
up and down stairs of the home.  The test apparatus consist of a stand with four arm heights on
each of its corners (see Table 6 and Figure 11) that contain thermocouples measuring air and
globe temperatures and air velocity transducers for measuring the air velocity.  The stand was
positioned in two to five different locations of each space tested with a total of 32 to 80 sensor
measurement locations.  A data logger was used to collect and store data that were later entered
into a spreadsheet model to compute the comfort indices.
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Figure 11 Comfor t testing apparatus

To quantify the level of thermal comfort in the test space conditioned, two of the accepted
comfort indices for design and field assessment, PMV (predicted mean vote) and PPD (predicted
percent dissatisfied), were used.  The PMV index predicts the mean response of a large group of
people according to the ASHRAE thermal sensation scale. Fanger (1990) developed an equation
that related the PMV to imbalance between the heat flow required for optimum comfort at the
specified activity and the actual heat flow from the body in a given environment.  Fanger also
developed a method of relating PPD to the PMV where the criterion for dissatisfied is defined as
anyone not voting. Fanger’s equations have been incorporated in numerous models developed by
others for predicting the PPD and PMV. ISO standard 7730 recommends acceptable PMV limits
to be between 0.5 and –0.5 to obtain an 80% comfort level.  The PPD assumes thermal neutrality
(zero percent) is the optimum condition.  The PPD is comparable to the PMV at a PPD less than
or equal to 10%.  The PMV and PPD were computed from air temperature, mean radiant
temperature, relative humidity, air velocity, metabolic rate, and clothing level incorporating most
parameters recommended by ASHRAE (1992) and ISO (1985).  A spreadsheet program and
macros were used to derive time-averaged PMV and PPD values based on a model developed by
Int-Hout (1990). Two comfort percentages were derived: one based on the PMV; the other based
on the PPD.

Tables 6 through 8 show the comfort rating of the home during mode-2 HVAC system operation
for four spaces (living room, master bedroom, and two upstairs bedrooms).  For the highest
activity level (Cleaning) with both levels of clothing, all spaces where 100% uncomfortable
except for the living room at the lower clothing level (clo 0.6, 17.5% are comfortable).  The
PMV averaged 0.6 to 1.3 indicating the discomfort is due to the space being to warm for this
activity.
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Table 6 Comfor t Rating: Cleaning Activity Level

Activity And Clothing Level   Comfor t Rating (%) Actual Comfor t
PMV PPD PMV PPD (%)

(Met 116.7, Clo 1) (� 0.5) (� 10%) Range Averaged Range Averaged

Living Room 0.0 0.0 1 - 1.3 1.2 24.2 - 41.6 33.9
Master Bedroom 0.0 0.0 1.1 - 1.4 1.3 30 - 44.4 38.2
Upstairs Bedroom-1 0.0 0.0 1.2 - 1.4 1.3 36.6 - 45.8 41.7
Upstairs Bedroom-2 0.0 0.0 1.2 - 1.4 1.3 37.5 - 45.2 41.2

(Met 116.7, Clo 0.6)
Living Room 17.5 17.5 0.3 - 0.8 0.6 7.5 - 18.1 12.6
Master Bedroom 0.0 0.0 0.6 - 1.0 0.8 13.3 - 26.6 20.3
Upstairs Bedroom-1 0.0 0.0 0.8 - 1.0 0.9 18.7 - 27.6 23.4
Upstairs Bedroom-2 0.0 0.0 0.8 - 1.0 0.9 19.5 - 26.9 23

Changing the activity to standing, a 100% comfortable rating is obtained in the living room at a
clo of 1 and in both upstairs bedroom at a clo of 0.6.  The lowest comfort rating occurs in the
living room at a clo of 0.6.  The cases when comfort rating is less than 100% is caused by the
space being too cool (clo 1, PMV averaging -0.7 to -0.3) or too warm (clo 0.6, PMV averaging
0.4 to 0.5) as revealed in Table 7.

Table 7  Comfor t Rating: Standing Activity Level

Activity And Clothing Level Comfor t Rating (%) Actual Comfor t
PMV PPD PMV PPD (%)

(Met 69, Clo 1) (+-0.5) (<=10%) Range Averaged Range Averaged
Living Room 100.0 100.0 -0.1 - 0.4 0.2 5.0 - 9.0 6.2
Master Bedroom 81.3 75.0 0.2 - 0.6 0.4 5.5 - 13.4 8.8
Upstairs Bedroom-1 43.8 43.8 0.4 - 0.6 0.5 7.7 - 13.5 10.6
Upstairs Bedroom-2 50.0 31.3 0.4 - 0.6 0.5 8.2 - 12.7 10.3
(Met 69, Clo 0.6)

Living Room 21.3 18.8 -1.1 -  -0.4 -0.7 7.9 - 29.8 15.1
Master Bedroom 84.4 81.3 -0.7 -  -0.1 -0.4 5.3 - 15.1 8.4
Upstairs Bedroom-1 100.0 100.0 -0.4 -  -0.1 -0.3 5.2 - 9.1 6.5
Upstairs Bedroom-2 100.0 100.0 -0.4 -  -0.1 -0.3 5.4 - 8.2 6.6

A seated activity in the space with a clo of 1 yields a 92.5 to 100% comfort rating for both up
and down stairs, but reducing the clo to 0.6 generated 100% discomfort for both floors.  The
discomfort is due to the space being too cold (PMV averaging -1.3 to -0.8).  The higher
discomfort ratings occurred during cleaning (clo 1) where the PPD averaged above 33.9% for all
spaces.  The lower PPD averages (discomfort rating) occurred during the seated (clo 1) activity
ranging between 5.4 to 7%.
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Table 8  Comfor t Rating: Seated Activity Level

Activity And Clothing Level   Comfor t Rating (%) Actual Comfor t
PMV PPD PMV PPD (%)

(Met 58, Clo 1)  (+-0.5)  (<=10%) Range Averaged Range Averaged
Living Room 93.8 92.5 -0.7 - 0.0 -0.3 5.0 - 14.0 7.0
Master Bedroom 100.0 100.0 -0.3 - 0.3 0.0 5.0 - 6.8 5.4
Upstairs Bedroom-1 100.0 100.0 -0.1 - 0.3 0.1 5.0 - 6.7 5.6
Upstairs Bedroom-2 100.0 100.0 0.0 - 0.2 0.1 5.0 - 6.3 5.4

(Met 58, Clo 0.6)
Living Room 0.0 0.0 -1.8 -  -1.0 -1.3 24.4 - 68.7 42.0
Master Bedroom 0.0 0.0 -1.3 -  -0.6 -1.0 12.8 - 42.8 24.9
Upstairs Bedroom-1 0.0 0.0 -1.0 -  -0.6 -0.8 13.0 - 27.6 19.0
Upstairs Bedroom-2 0.0 0.0 -1.0 -  -0.7 -0.8 14.2 - 25.3 19.4

During comfort measurements, the averaged air velocity downstairs ranged between 6.0 and 6.8
ft/s when the forced-air fan was not on and from 16.2 to 17.3 ft/s when the fan was on dependent
on the sensor location as shown in Table 9.  The upstairs velocity averaged between 4.0 and 5.9
ft/s (fan off) and 12.2 and 16.1 ft/s (fan on).  When the fan was on, the averaged air velocity
downstairs appears to be evenly distributed, but varies within 4 ft/s upstairs.  The air velocity is
fairly stable when the fan is off up and down stairs.  The air temperatures were within 1oF when
the fan was off and within 2oF when it was on.  The standing height sensor location typically
records the highest air temperature, and the lowest is recorded at the ankle sensor location.
Typical temperature and velocity profiles showing fluctuations in temperature and velocity
during comfort data collection are shown in Figures 12 and 13.

Table 9 Averaged Air  Velocity (ft/s) And Temperature (oF)

8/20/2002 HVAC Fan Off
Vankle Vwaist Vhead Vstanding Tankle Twaist Thead Tstanding

Living Room -Afternoon 6.1 6.8 6.0 6.1 68.5 69.3 69.7 70.2
Upstairs -Morning 5.90 4.59 4.03 4.93 67.53 68.06 68.29 68.41

8-21-2002 HVAC Fan On
Vankle Vwaist Vhead Vstanding Tankle Twaist Thead Tstanding

Living Room - Morning 16.5 16.5 17.3 16.2 67.7 68.8 69.2 69.6
Upstairs - Afternoon 12.3 12.2 13.8 16.1 71.6 72.2 72.7 73.0
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Conclusions

Cooling performance results reveal that slab pre-cooling caused some of the energy demand to
shift from the on-peak periods (2 to 8 PM) to early morning off-peak periods (4 to 8 AM).  This
is due to the ability of the slab cooling to reduce on-peak cooling loads.  Coupling slab pre-
cooling with nighttime ventilation significantly shifts the energy demand profile from primarily
in the afternoon to the nighttime with most of the off-peak load coming from the fan.  The
combined benefits of slab pre-cooling and nighttime ventilation significantly increase system
overall performance and contributes to an “ inverted”  demand profile relative to mode 1
operation.

Heating performance results indicate approximate equivalence for the hydronic forced-air
heating mode relative to the radiant floor heating mode during similar outside environment
conditions.  The low duct leakage (8% of system airflow) affected the result because a more

Figure 12 Sample temperature profile
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Figure 13 Sample air  velocity profile

Livingroom Air Velocity (Forced-air, Slab Precool & Vent, 8-21-2002)
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typical “ leaky”  duct system would result in a performance advantage for the radiant floor
heating.

While seated with lightweight clothing the home was uncomfortable—to cool, but while
cleaning with the same clothing level the home was uncomfortable—to warm.  With slightly
heavier weight clothing the home is comfortable when seated and standing.  Since the averaged
inside temperature was lower during the test period than the monthly average, the home should
be comfortable the majority of the time even with lightweight clothing when seated or standing.
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